Land shortage in metropolitan vicinities entails subsurface implementation of power transmission lines (PTLs) which demand structural flexibility, as well as substantial load bearing capability. Thus, development of a flexible gas insulated transmission line (FGIL) necessitates its strength degradation analysis, regarding the synergistic effect of aging and mechanical loadings. Moreover, correlation of conductor and enclosure dimensions of FGIL apropos field distribution, requires careful consideration regarding their dimensional specifications. In this research, a comprehensive electro-mechanical design is performed for the proposed flexible-thermoplastic-enclosure of a 132 kV FGIL by considering the synergistic impact of time and temperature-based aging, along with the effect of external and internal loadings, such as dead load, live load and internal gas pressure. Additionally, a recursive design algorithm for the proposed scheme regarding electro-mechanical aspects, along with aging perspectives is developed. Comparative analysis of proposed and conventional schemes regarding electro-mechanical and aging aspects revealed that the proposed enclosure exhibits the required structural strength, as well as flexibility for trenchless subsurface application of FGILs in metropolitan areas.
Introduction
Proliferating industrialization and urbanization has increased the load demand, which necessitates upgradation along with new installation of power transmission lines (PTLs), in order to ensure higher system reliability and stability [1] [2] [3] [4] . Additionally, development of the smart grid [4, 5] , integration of renewable energy [6] [7] [8] and the requirement of interruption free operation [9, 10] necessitates implementation of PTLs with in metropolitan areas [11, 12] . Literature describes that existing PTLs are comprised of underground cables (UGCs) [7, [13] [14] [15] , overhead lines (OHLs) [2, 11, 16, 17] and gas insulated lines (GILs) [18] [19] [20] [21] . Researchers have described that implementation of UGCs and OHLs in urban vicinities experience hindrances like spatial proximity [9, 22, 23] , right of way [1, 2, 24] , electromagnetic compatibility (EMC) concerns [3, 23, 25, 26] , aesthetics [22, 24] , trench requirements [14, 27] , corrosion [1, 28] and system failure due to prolonged fault clearance time [9] . In addition, the following problems with the metal enclosures of conventional GILs critically Considering the concern of enclosure's strength degradation regarding synergistic impact of aging and mechanical loadings, in this research, a flexible-thermoplastic-enclosure with significantly high structural strength, as well as flexibility, is proposed for FGIL. In addition, a comprehensive electro-mechanical design is performed for the proposed flexible enclosure of 132 kV FGIL regarding the synergistic impact of time and temperature-based aging, along with the effects of external and internal loadings, such as dead load, live load and internal gas pressure. Autodesk Inventor is used Considering the concern of enclosure's strength degradation regarding synergistic impact of aging and mechanical loadings, in this research, a flexible-thermoplastic-enclosure with significantly high structural strength, as well as flexibility, is proposed for FGIL. In addition, a comprehensive electro-mechanical design is performed for the proposed flexible enclosure of 132 kV FGIL regarding the synergistic impact of time and temperature-based aging, along with the effects of external and internal loadings, such as dead load, live load and internal gas pressure. Autodesk Inventor is used to develop and analyze new, as well as aged models of FGIL, as per the performed mechanical design. Concerning the aged model's development and analysis, the DIN 8074, DIN 8075, DVS 2205-1, TR-4/2018 and ISO 4437 based standard creep estimations of polyethylene (PE) 100 for the time and temperature dependent modulus, as well as stress bearing characteristics, are considered in order to investigate the aging effect for the proposed scheme [52] [53] [54] [55] [56] [57] [58] . COMSOL Multiphysics is used to develop and analyze the electrical model of proposed FGIL as per the performed electrical design. Finally, a recursive design algorithm is developed for the proposed thermoplastic enclosure regrading electro-mechanical aspects. Analytical and simulation analysis revealed that the proposed flexible-thermoplastic-enclosure exhibits the required structural strength, as well as flexibility regarding metropolitan application of FGIL. Flexible enclosure of FGIL will facilitate its subsurface implementation in metropolitan areas through HDD, and will eliminate the requirement of trench development which will also result in substantial cost saving.
Flexible Thermoplastic Variants
Concerning underground implementation of FGIL, strength, flexibility and soil immunity are essential requirements for the enclosure material. Reinforced polyethylene (PE) could provide sufficient flexibility and mechanical strength along with an immunity from biological attack, moisture, acids, alkalis, gases and corrosive elements in soil [59, 60] . Further being flexible, PE pipes could be implemented in trenchless underground applications through HDD, thus could facilitate the implementation of FGIL in metropolitan areas [60] . Table 1 gives a brief description regarding variants of PE [54, 55, 58, 60] . 
Flexibility Analysis of Polyethylene Variants
Crystalline composition of polyethylene resin is represented by its density, which imposes significant impact upon resin properties like tensile strength, impact strength, softening temperature and stiffness as is represented in Table 1 [59, 60] . Further, medium and high density polyethylene materials provide significant immunity from soil, moisture, ultraviolent radiation and rapid crack propagation. Thus, keeping in view the required strength, flexibility and environmental immunity characteristics, different FGIL enclosures of PE 80 and PE 100 grades were modeled and analyzed regarding material flexibility and enclosure bendability by using Autodesk Inventor. Enclosure specifications like dimension ratio, diameter, pressure rating and wall thickness of different specimens used in the comparative appraisal were based upon the ISO 4437 standard. Table 2 gives a detailed description apropos different enclosure specimens used in the comparative appraisal [58] . Despite the same pressure ratings, the dimension ratio of enclosure specimens varied due to the reason that PE 100 has higher tensile strength (TS), long term hydrostatic strength (LTHS) and minimum required strength (MRS) in comparison to PE 80, as is represented in Table 1 [54, 55, [58] [59] [60] . 
Minimum Longitudinal Bending Radius
Minimum longitudinal bending radius (MLBR) provides an indispensable information regarding structural flexibility and bendability characteristics of a specimen without any persistent deformity [53, 61] . MLBR regrading different enclosure specimens given in Table 2 was evaluated on the basis of simulation results and Equation (1) [42] .
MLBR =
(Length o f specimen 2 + Bending o f specimen 2 ) (2 × Bending o f specimen) (1)
Structural Pliability and Longitudinal Bending Analysis
In order to analyze the structural pliability of PE variants, Autodesk Inventor based simulations were performed apropos different enclosure specimens as described in Table 2 . For the said purpose, PE 80 and PE 100 materials were developed in Autodesk Inventor by using their respective standard resin characteristics like material type, appearance, density, TS, yield strength, Poisson ratio, Young's modulus, shear modulus, thermal conductivity, specific heat and thermal expansion coefficient [52, 53, [58] [59] [60] . The developed PE 80 and PE 100 materials were than used to configure the respective enclosure specimens, having dimensional specifications as described in Table 2 . The developed enclosures were than respectively burdened with cantilever loading in order to perform their structural flexibility appraisal. The limiting factor for enclosure bending was considered to be the safety factor (SF), which was set as two for all the cases. Figure 2a ,b shows the simulation results of enclosure bending regarding specimens 2 of PE 80 and PE 100, as described in Table 2 , while Figure 3a ,b shows the respective SFs while performing the bendability analysis. Figure 4 gives a detailed comparison regarding pliability characteristics of PE 80 and PE 100 based enclosure specimens of Table 2 and reveals that the latter has approximately 16 percent lesser flexibility as compared to the prior one. Further, Figure 5 gives a detailed comparison regarding the MLBRs of enclosure specimens, as enlisted in Table 2 , and reveals that PE 100 based enclosures have an approximately 15 percent larger bending radius in comparison to PE 80 based enclosures. LMBRs for different enclosure specimens, as enlisted in Table 2 , were evaluated by using Equation (1) . Critical analysis revealed that PE 100 exhibits petty deviation regarding structural flexibility and bending radius in comparison to PE 80, which is quite acceptable. PE 100, owing to its higher MRS and LTHS, has higher load bearing characteristics and will serve as a better candidate for FGIL enclosure regarding underground applications in comparison to PE 80. Further, due to its higher density, PE 100 provides better immunity against soil and moisture along with higher TS which will facilitate the HDD based trenchless implementation of FGIL in metropolitan areas. 
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Longitudinal minimum bending radius (LMBR) comparison of different enclosure specimens described in Table 2 .
Enclosure Design Deliberation
Considering the fact that the enclosure of FGIL will have to withstand high mechanical stresses in the form of internal and external loadings in addition to its structural aging, a detailed mechanical design is essentially required for the proposed flexible enclosure. Further, direct impact of enclosure dimensions upon electrostatic stresses necessitates critical design and analysis regarding electrical aspects as well. Thus, in this research, detailed electro-mechanical design of PE 100 based proposed enclosure scheme for 132 kV FGIL, along with its practicability analysis regarding various electrical and mechanical aspects was performed. Table 2 . Table 2 .
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Considering the fact that the enclosure of FGIL will have to withstand high mechanical stresses in the form of internal and external loadings in addition to its structural aging, a detailed mechanical design is essentially required for the proposed flexible enclosure. Further, direct impact of enclosure dimensions upon electrostatic stresses necessitates critical design and analysis regarding electrical aspects as well. Thus, in this research, detailed electro-mechanical design of PE 100 based proposed Pressure rating of thermoplastics is directly related with the operating temperature and environmental application aspects; i.e., high temperature and adverse environmental conditions will restrict the pressure rating of polyethylene enclosure to a lower value [51, 52, 59, 62] . Thus, determination of the appropriate temperature application factor (T F ) and environmental application factor (A F ) is essentially required for the proposed scheme. A F incorporates the adjustment in pressure rating of PE enclosure by considering the effect of chemicals; i.e., fluids and gases that interact with polyethylene [59, 62] . Regarding the containment of sulphur hexafluoride (SF 6 ), as well as a mixture of SF 6 and nitrogen (N 2 ) were put into a PE 100 enclosure, and A F was selected as 1 [59, 62, 63] . Further, considering that the hydrostatic design basis (HDB) of PE 100 at 73 0 F and 140 0 F were specified by Plastics Pipe Institute-TR4/20184, T F regarding the nominal operating temperature of the proposed scheme, i.e., 104 0 F, is evaluated through Equation (2) [25, 54, 56, 59] . In Equation (2), T F represents temperature application factor, HDB B is the hydrostatic design basis for base temperature, i.e., 73 0 F, HDB H represents the hydrostatic design basis for highest operating temperature, i.e., 140 0 F, T B represents base operating temperature, T H represents highest operating temperature, and T 1 represents operating temperature [59] .
Hydrostatic Design Stress
Hydrostatic design stress (HDS) for a thermoplastic enclosure describes the prolonged circumferential stress that the enclosure can withstand and depends upon the design factor (DF) associated with the specific application [59, 60, 62] . As per CSA Z662, DF for PE 100 based gaseous applications is considered as 0.5 [64] . Thus, the HDS for the proposed PE 100 based flexible enclosure for pliable GIL is evaluated through Equation (3), where HDS represents the hydrostatic design strength in psi, HDB represents the hydrostatic design basis in psi and DF represents the design factor for gaseous applications [60, 64] .
Dimension Ratio
Pressure rating of thermoplastic enclosure is directly related to its dimension ratio (DR) which depends upon the material characteristics like TS, density and its modulus. Considering the required operating pressure of 100 psi along with the T F and A F for the proposed scheme as described in the Temperature and Environmental Application Factors section, the required DR of proposed PE 100 based enclosure is evaluated through Equation (4) [59, 62] . In Equation (4), DR represents the dimension ratio, PR represents the pressure rating in psi, HDS represents the hydrostatic design stress in psi, T F represents the temperature application factor and A F represents the environmental application factor. Outer diameter (OD) of proposed thermoplastic enclosure depends upon its DR described in the Dimension Ratio section, along with its internal diameter. Internal diameter (ID) of proposed enclosure scheme is directly influenced by the electrostatic and dielectric characteristics of electrical insulation media and at present stage is kept the same as for the conventional scheme. However, after completion of mechanical design, ID will be reconsidered regarding the electrical aspects while performing the electrical design and accordingly necessary adjustments will be performed in the mechanical design. OD for the proposed PE 100 based enclosure for FGIL is evaluated through Equation (5), where OD represents the enclosure's outer diameter in mm, ID represents the enclosure's inner diameter in mm and DR represents the dimension ratio [53, 59] .
3.1.1.5. Maximum Allowable Operating Pressure Maximum allowable operating pressure (MOP) of a thermoplastic enclosure depends upon its DR along with the resin properties and is essentially required in order to authenticate the nominal operating pressure of enclosure [58, 64] . The MOP could be determined as per the International Organization of Standards (ISO) as well as the American Society for Testing and Materials (ASTM) standard methods. Considering the dimensional specifications of PE 100 based enclosure of FGIL described above, MOP as per ASTM method, as described in ASTM D2837, is evaluated by using Equation (6), where MOP represents the maximum operating pressure in psi, HDB represents the hydrostatic design basis in Psi, DF represents the design factor for gaseous applications and DR represents the dimension ratio [64] . Further, MOP as per ISO method, as described in ISO 9080:2012, is evaluated by using Equation (7), where MOP represents the maximum operating pressure in bar, MRS represents the minimum required strength in MPa, C represents the design factor for gaseous applications and DR represents the dimension ratio [64] [65] [66] .
Incorporation of Creep Estimations
Loads associated with thermoplastic enclosures could be categorized in to short term loads and long term loads. Regarding long term loads, aged modeling and creep estimations regarding modulus as well as hoop stress along with their impact upon permissible overpressure are essentially required [53, 60] . Thus, DIN 8074, DIN 8075, TR-4/2018 and ISO 4437 based standard creep estimations of PE 100 for time and temperature dependent modulus, as well as stress bearing characteristics, were considered in order to investigate the impact of aging for the proposed scheme [53- 55, 57, 58] .
Permissible Creep Stress
Considering the fact that creep strength of a thermoplastic enclosure is a function of time and temperature, determination of permissible hoop stress is essentially required for the proposed scheme in order to ensure safe operation of thermoplastic enclosure during its expected life span. The permissible creep stress for the proposed PE 100 based enclosure operating at 104 0 F and with an expected life time of 25 years is evaluated through Equation (8) [53, 57] . In Equation (8), σ per represents the permissible hoop stress in N/mm 2 , σ v represents the equivalent stress from respective creep diagram in N/mm 2 , A 2 represents the reduction factor for transported substance, A 4 represents the reduction factor for material strength and SF represents the safety factor. In addition, considering the effect of joint factor regarding axial stresses, the permissible longitudinal stress for the proposed scheme could be evaluated through Equation (9), where σ per (l) represents the permissible longitudinal stress in N/mm 2 and f s represents the respective joint factor [53, 57] .
Permissible Creep Modulus
Regarding thermoplastic enclosures, determination of creep modulus is essentially required, as the modulus depends upon the transported fluid characteristics, operating temperature, life span and the applied tension. The permissible creep modulus for the proposed thermoplastic enclosure is evaluated through Equation (10), where E C(per) represents the permissible creep modulus in N/mm 2 , E (T, t, σ) represents the creep modulus from creep diagram in N/mm 2 , A 2 represents the reduction factor for transported substance and SF represents the safety factor [53, 57] .
Permissible Operating Pressure Regarding Creep Approximations
Considering the creep constraints, permissible operating pressure for the proposed scheme essentially needs to be evaluated in order to identify that its nominal operating pressure lies well within the safe limits without imposing additional stresses on line enclosure with the passage of time. The permissible operating pressure is evaluated through Equation (11), where P oper represents the permissible operating pressure in bar, σ per represents the permissible creep stress in N/mm 2 , e represents the wall thickness of pipe in mm and d e represents the outer diameter of pipe in mm [53] .
Longitudinal Deformation Apropos of Pressure and Temperature
Longitudinal deformations in thermoplastic pipes normally occur due to the internal stresses associated with the operating temperature and pressure [60] . Thus, evaluation of longitudinal deformations regarding temperature and pressure are essentially required for the proposed scheme. Temperature dependent longitudinal change (∆L T ) for the proposed PE 100 based enclosure is evaluated through Equation (12), where α represents the linear expansion coefficient, L represents the pipe length in mm and ∆T represents the temperature difference in K [53, 57] . Further, pressure dependent longitudinal change (∆L P ), is evaluated through Equation (12), where P 0 represents the internal pressure in bar, µ represents the Poisson's ratio, E C represents the creep modulus in N/mm 2 , d e represents the external pipe diameter in mm and d i represents the internal pipe diameter in mm [53, 57] .
Buckling Resistance Consideration
Thermoplastic enclosures implemented in underground applications undergo external loadings, such as earth load, live load and surcharge load, as well as internal loadings, such as negative pressure load, which may result in enclosure's inward deflection [60] . An enclosure's capability to avoid such deflections is categorized as its buckling resistance and must be evaluated for a specific application in order to identify any possible circumferential deformation in the pipe. Buckling resistance of an enclosure could be categorized in to two types; i.e., for constrained pipe and unconstrained pipe [60] .
Buckling Resistance of Constrained Pipe
Regarding underground applications, buckling resistance of thermoplastic enclosure is relatively increased due to its surrounding soil cover; however, the enclosure must be placed at a depth of at least one diameter. Considering the fact that the proposed PE 100 enclosure will be placed at a depth several times greater than its outer diameter, its buckling resistance is evaluated through Equation (14), where P CA represents the allowable external pressure for constrained pipe in psi, N represents the safety factor, R b represents the buoyancy reduction factor, B' represents the soil elastic support factor, E' represents the modulus of soil reaction in psi, E represents the apparent modulus of elasticity and DR represents the dimension ratio [60] . The buoyancy reduction factor for Equation (14) is evaluated through Equation (15), where H W represents the groundwater height in ft and H represents the depth of cover in ft [60] . Further, soil elastic support factor (B') for Equation (14) could be evaluated through Equation (16) [60] .
Buckling Resistance of Unconstrained Pipe
The buckling resistance for unconstrained pipe could be evaluated through Equation (17), where P UC represents the allowable external pressure for unconstrained pipe in psi, E represents the modulus of elasticity in psi, µ represents the Poisson's ratio, DR represents the dimension ratio and f 0 represents the roundness factor [60] .
Prospective External Loadings Regarding Subsurface Implementation
External loadings, such as dead load, live load and surcharge load impose heavy stresses upon the subsurface implemented enclosure, and may result in its circumferential deformation. Thus, such loads must be critically considered while performing design for thermoplastic enclosures which are to be implemented in underground applications.
Dead Load
Regarding subsurface enclosure applications, dead load is basically the weight of soil that appears to exist above the enclosure [60] . Such a load imposes a vertical pressure on the enclosure crown and tends to create circumferential deformity in the pipe. Dead load for the proposed PE 100 based enclosure is evaluated by using Equation (18) , where P E represents the vertical soil pressure due to earth load in psf, w represents the unit weight of soil in pcf, and H represents the depth of cover in ft [60] .
Live Load
Concerning the underground enclosure implementation, live load is comprised of the stresses imposed by vehicular traffic existing on the earth's surface above the enclosure. Such loadings depend upon the tire size, tire pressure, vehicle weight, vehicle speed, pavement type above the enclosure and enclosure depth under the pavement. The American Association of State Highway and Transportation Officials (AASHTO) has described the standard loadings for H20 truck regarding the soil depth along with their respective impact factors regarding rigid and flexible pavements [60] . Considering the fact that flexible pavement will result in larger loadings, maximum live load for the proposed scheme regarding flexible pavement is evaluated through Equation (19), where P L represents the vertical stress on pipe crown due to H20 live load in psi, I L represents the load impact factor and L represents the live load for flexible pavements and unpaved roads in psi [60] .
Surcharge Load
Surcharge load is basically comprised of pressure exerted on the soil due to foundations and other stationary loads on the earth's surface. Such pressure reduces significantly with the increased depth below the earth's surface, as well as increased horizontal gap from the impact area [53, 60] . In addition, considering the constraints regarding right of way, structures are prohibited on both sides of transmission line up to a distance of 15 ft. Thus, surcharge loads could not impose significant stresses in the proposed scheme and could be omitted.
Compressive Stress for Subsurface Implemented Enclosure
Buried enclosures encounter compressive stress due to earth pressure and such stresses may become significant in the case when enclosures are depressurized or experiencing vacuum. Thus, compressive stresses should be critically observed during the design of thermoplastic enclosures. Regarding the proposed scheme, compressive stress is evaluated through Equation (20), where S represents the compressive wall stress in psi, P E represents the earth pressure on pipe in psi and DR represents the dimension ratio [60] .
Permissible External Pressure Regarding Underground Applications
Considering the required operational safety, permissible external pressure of buried enclosure should be greater than the total external loadings appearing on the pipe. External loading is basically comprised of dead load due soil weight, live load due to vehicular traffic, surcharge load due to structures and enclosure's internal vacuum load. Thus, in order to have safe and reliable operation of proposed scheme, enclosure's inherent external load bearing capability should fulfill Equation (21) [60] . In Equation (21), P CA represents the allowable external pressure for constrained pipe in psi, P E represents the vertical soil pressure due to earth load in psi, P L represents the live load in psi, P ES represents the surcharge load in psi and P V represents the internal vacuum in psi.
3.1.8. Ring Deflection of for Subsurface Implemented Enclosure
Regarding underground applications, a flexible enclosure undergoes circumferential deflection due to the applied load and tries to shed some load through crown arching. Such arching or deflection is categorized as the percentage ring deflection (PRD) and describes the enclosure's reaction towards the applied load. PRD is an important factor specifically regrading underground pressure applications of flexible enclosures and should remain within the permissible design window. PRD for the proposed PE 100 based enclosure for FGIL is evaluated through Equation (22), where % ∆Y/D M represents the percent deflection in percentage of diameter, ∆Y represents the deflection in inches, D M represents the mean diameter in inches, K is the bedding constant, T L is the time lag factor, P E represents the earth load at pipe crown in psi, P L represents the live load at pipe crown in psi, P ES represents the surcharge pressure in psi, E represents the modulus of elasticity in psi, DR represents the dimension ratio and E' represents the modulus of soil reaction in psi [60] .
Electrical Design Considerations

Electrode Gap Optimization
Electrode gap in coaxial FGIL is essential in order to avoid dielectric breakdown and depends upon the dielectric strength of insulating gas, electrode irregularity, field intensity and field utilization factor (FUF). Optimal electrode gap for FGIL is evaluated through Equation (24) which is developed by rearranging the equation for f, where f is FUF, the ratio of mean electric field to the maximum electric field [67, 68] . Realizing that Equation (24) is an implicit equation, MATLAB is used to perform its solution through the Newton-Raphson iterative technique. For the said purpose, initial estimate of enclosure's radius is considered as 50 and iterations are performed for the required accuracy up till four decimals. In Equation (23) and Equation (24), f represents field utilization factor, R represents the metallized enclosure radius in mm and r represents the conductor radius in mm. Dimensional specifications for stranded conductor were based upon the ASTM standard for ACSR conductors and thrasher was selected keeping in view the current requirements for a standard 132 kV GIL [42] .
Breakdown Voltage Determination
Breakdown voltage (BV) is the minimum discharge voltage that results in operational interruption of FGIL due to gap discharge in its gaseous dielectric. BV in FGIL depends upon field intensity, electrode gap, FUF, electrode irregularity and gas pressure. Considering the optimized electrode gap in Section 3.2.1, BV for FGIL is evaluated through Equation (25), where P represents gas pressure in kPa, BV represents breakdown voltage in kV and d represents electrode gap in cm [69, 70] . Further, considering the impact of electrode's contour irregularity upon BV, possible degradation in BV is determined through Equation (26), where C represents curvature factor, BV represents breakdown voltage in kV, d represents electrode gap in cm, P represents gas pressure in kPa, S represents electrode roughness factor and F represents FUF [69, 70] . Moreover, dielectric medium comprising of a mixture of N 2 and SF 6 gases in a ratio of 20:80 will also have a lesser BV, due to reduced SF 6 content in comparison to the pure SF 6 based dielectric medium. Thus, possible degradation in BV due to reduced SF 6 content in the dielectric mixture is determined through Equation (27), where m represents the degradation in BV due to reduced SF 6 content and n represents the percentage the SF 6 in the dielectric mixture [70] .
Electrostatic Field Concerns
Concerning the electrostatic constraints for FGIL, critical electric field intensity must be well above the design and operational values of electric field [69] . Thus, design and operational magnitudes of electric field in the proposed PE 100 based FGIL needs careful consideration and are determined through Equation (28) by considering BIL voltage and nominal operating voltage respectively [67, 68] . Moreover, Equation (28) is rearranged as Equation (29) in order to determine the critical electric field for proposed scheme by using Equation (23), Equation (26) and Equation (27) . In Equation (29), BV represents breakdown voltage, as evaluated using Equations (26) and Equation (27).
Determination of MLBR
MLBR is an important parameter regarding inherent flexibility of conductors and cables without resulting in their permanent deformation. Based upon the simulation results, the MLBR for PE 100 enclosure is evaluated through Equation (1) [42] . Further, based upon manufacturer's data, the MLBR for PE 100 is evaluated through Equation (30), where MLBR is the minimum longitudinal bending radius of enclosure in mm, α is the minimum long-term bend ratio for HDPE pipe and OD is the outer diameter of enclosure in mm [61, 71, 72] .
Lay Length Consideration
Lay length basically provides an estimate regarding the required land area and enclosure length for performing 180 • longitudinal bending while starting, and end points are along the same horizontal plane. A flexible enclosure requires lesser lay length and land area for such bending in comparison to a rigid enclosure. Lay length for PE 100 based FGIL could be evaluated through Equation (31), where S is the required lay length in ft and MLBR is the minimum longitudinal bending radius in ft [72] .
Design Algorithm Flow Chart
Designing a PE 100 enclosure for FGIL is a recursive process and requires reconsideration regarding prior finalized evaluations in case of unsatisfactory results for forthcoming evaluations. Thus, visualizing interdependency of electrical and mechanical aspects, a flow chart, representing comprehensive design algorithm for the proposed FGIL's enclosure on the basis of design performed in Section 3 is represented in Figure 6 . 
Results and Discussion
In order to investigate the practicability of proposed scheme, Autodesk Inventor was used to develop and analyze new as well as aged models of FGIL as per the performed mechanical design. Concerning aged model's development and analysis, DIN 8074, DIN 8075, DVS 2205-1, TR-4/2018 and ISO 4437 based standard creep estimations of PE 100 for time and temperature dependent modulus, as well as stress bearing characteristics, were considered in order to investigate the aging effect for the proposed scheme [54] [55] [56] [57] [58] . Further, COMSOL Multiphysics was used in order to develop and analyze the electrical model of proposed FGIL as per the performed electrical design.
Mechanical Aspects
Dimensional Specification Determination
Regarding mechanical analysis, initially, dimensional specifications like DR, OD and enclosure thickness were finalized as per the scheme described in Sections 3.1.1.3 and 3.1.1.4 Concerning the associated temperature, environmental and pressure constraints, a DR of 11 and an OD of 155.4 mm were finalized, as per Equation (4) and Equation (5) respectively, which resulted in an enclosure thickness of 14.1 mm.
Operating Pressure Comparison
Realizing the operating pressure constraint, MOP for PE 100 enclosure's current and creep models was determined as per the scheme described in Sections 3.1.1 and 3.1.2 Aging analysis was based upon a time duration of 25 years. Subsequently, permissible operating pressure for new and aged models was compared with the required operating pressure of FGIL. Critical comparison revealed that new and aged models of PE 100 enclosure with a DR of 11 exhibits 31 percent and 7 percent higher pressure withstanding capability respectively, in comparison to the required operating pressure of FGIL. Figure 7 compares the permissible operating pressure of new and aged models of PE 100 enclosure with the required operating pressure of FGIL. 
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Permissible Longitudinal Variations
Longitudinal deformations due to temperature and pressure were evaluated for PE 100 enclosure as per the scheme described in Section 3.1.3 Subsequently, the enclosure's longitudinal deformations due to temperature and pressure were compared with their respective allowable limits. Detailed comparison revealed that PE 100 enclosure with a DR of 11 exhibits 9.7 times and 16.7 times lesser longitudinal deformations regarding temperature and pressure in comparison to their respective permissible deformation limits. Figure 8 compares the estimated longitudinal 
Longitudinal deformations due to temperature and pressure were evaluated for PE 100 enclosure as per the scheme described in Section 3.1.3 Subsequently, the enclosure's longitudinal deformations due to temperature and pressure were compared with their respective allowable limits. Detailed comparison revealed that PE 100 enclosure with a DR of 11 exhibits 9.7 times and 16.7 times lesser longitudinal deformations regarding temperature and pressure in comparison to their respective permissible deformation limits. Figure 8 compares the estimated longitudinal deformations for the proposed scheme regarding temperature and pressure with their respective allowable limits. 
Wall Buckling Appraisal
Concerning the buckling constraint for subsurface application of thermoplastic enclosure, the required wall buckling resistance along with the associated external loadings were computed as per the scheme described in Sections 3.1.4 and 3.1.5 for PE 100 enclosure having dimensional specifications as determined in Section 5.1.1. The implementation depth for PE 100 enclosure was set as two meters and accordingly different external loadings were considered. Wall buckling analysis was performed for new as well as aged models and aging analysis was based upon a time duration of 25 years. However, the effect of external loadings was kept the same for new and aged models. Detailed wall buckling analysis regarding a constrained enclosure revealed that new and aged models exhibit 16.3 times and 4.5 times higher wall buckling resistance (WBR) in comparison to the applied external load. Moreover, wall buckling analysis regarding an unconstrained enclosure revealed that new and aged models exhibit 14.3 times and 1.8 times higher WBR in comparison to the applied external load. Figure 9 compares the WBR for new and aged models of PE 100 enclosure with the associated external loadings regarding their underground implementation. Figure 9 clarifies that both new and aged models of the proposed scheme fulfilled the essential loading condition for constrained enclosures, as described in Section 3.1.7, and have several times higher permissible external pressure in comparison to the imposed external loadings. 
Wall Compressive Stress Assessment
Wall Buckling Appraisal
Wall Compressive Stress Assessment
Realizing the importance of compressive stress for subsurface applications, wall compressive stress for the proposed scheme was determined through Equation (20) and was compared with the allowable compressive stress for PE 100 enclosure. For the said purpose, implementation depth for PE 100 enclosure was set as two meters and accordingly external loading was considered. Comparison revealed that the allowable compressive stress for PE 100 enclosure was approximately 39 times higher than the compressive stress encountered by the subsurface implemented FGIL. Figure 10 compares the permissible wall compressive stress with actual wall compressive stress for PE 100 enclosure regarding the proposed scheme. Realizing the importance of compressive stress for subsurface applications, wall compressive stress for the proposed scheme was determined through Equation (20) and was compared with the allowable compressive stress for PE 100 enclosure. For the said purpose, implementation depth for PE 100 enclosure was set as two meters and accordingly external loading was considered. Comparison revealed that the allowable compressive stress for PE 100 enclosure was approximately 39 times higher than the compressive stress encountered by the subsurface implemented FGIL. Figure  10 compares the permissible wall compressive stress with actual wall compressive stress for PE 100 enclosure regarding the proposed scheme. 
Percentage Ring Deflection Appraisal
Concerning the PRD, new and a 25 years aged model of PE 100 enclosure were analyzed regarding the effect of external loadings. For the said purpose, dimensional specifications for the PE 100 enclosure were determined on the basis of Section 5.1.1, and implementation depth for the proposed scheme was set as two meters. Considering the permissible design value of 4 percent for thermoplastic enclosures regarding pressure application, PRD for new and aged models along with their associated loadings was determined as per the scheme described in Section 3.1.8 and Section 3.1.5. Detailed comparison revealed that PRD for new and aged models was respectively six times and at 2.8 times lesser than the permissible limit. Figure 11 compares the PRD for the proposed scheme regarding new and aged models with the permissible limit. 
MLBR Comparison
Percentage Ring Deflection Appraisal
Concerning the PRD, new and a 25 years aged model of PE 100 enclosure were analyzed regarding the effect of external loadings. For the said purpose, dimensional specifications for the PE 100 enclosure were determined on the basis of Section 5.1.1, and implementation depth for the proposed scheme was set as two meters. Considering the permissible design value of 4 percent for thermoplastic enclosures regarding pressure application, PRD for new and aged models along with their associated loadings was determined as per the scheme described in Sections 3.1.5 and 3.1.8. Detailed comparison revealed that PRD for new and aged models was respectively six times and at 2.8 times lesser than the permissible limit. Figure 11 compares the PRD for the proposed scheme regarding new and aged models with the permissible limit. Realizing the importance of compressive stress for subsurface applications, wall compressive stress for the proposed scheme was determined through Equation (20) and was compared with the allowable compressive stress for PE 100 enclosure. For the said purpose, implementation depth for PE 100 enclosure was set as two meters and accordingly external loading was considered. Comparison revealed that the allowable compressive stress for PE 100 enclosure was approximately 39 times higher than the compressive stress encountered by the subsurface implemented FGIL. Figure  10 compares the permissible wall compressive stress with actual wall compressive stress for PE 100 enclosure regarding the proposed scheme. 
MLBR Comparison
Regarding MLBR, loaded and unloaded models of PE 100 enclosure were analyzed in comparison to the rigid enclosure of conventional GIL. The loaded PE 100 model was comprised of external loadings mentioned in Section 3.1.4, along with internal loadings due to pressurized gas. Dimensional specifications for loaded and unloaded models were determined on the basis of Section 5.1.1, and the minimum safety factor during enclosure bending was considered as two. Comparison revealed that MLBR for unloaded model of the proposed scheme was 40 times lesser in contrast to the conventional scheme. Further, regarding the consideration of both external and internal loadings, MLBR for the proposed scheme was 24 times lesser compared to the conventional scheme. Moreover, regarding the case of internal loadings only, MLBR for the proposed scheme was 21 times lesser in comparison to the conventional scheme. Figure 12 shows the MLBR of the proposed scheme regarding different cases discussed above. Regarding MLBR, loaded and unloaded models of PE 100 enclosure were analyzed in comparison to the rigid enclosure of conventional GIL. The loaded PE 100 model was comprised of external loadings mentioned in Section 3.1.4, along with internal loadings due to pressurized gas. Dimensional specifications for loaded and unloaded models were determined on the basis of Section 5.1.1, and the minimum safety factor during enclosure bending was considered as two. Comparison revealed that MLBR for unloaded model of the proposed scheme was 40 times lesser in contrast to the conventional scheme. Further, regarding the consideration of both external and internal loadings, MLBR for the proposed scheme was 24 times lesser compared to the conventional scheme. Moreover, regarding the case of internal loadings only, MLBR for the proposed scheme was 21 times lesser in comparison to the conventional scheme. Figure 12 shows the MLBR of the proposed scheme regarding different cases discussed above. 
Lay Length Comparison
In order to analyze the advantage of lesser MLBR, required lay length of the proposed and conventional GIL regarding similar horizontal plane were compared as per the scheme described in Section 3.4. For said purpose, MLBR of loaded FGIL as evaluated in Section 5.1.7, and MLBR of standard 132 kV a conventional GIL were considered. Figure 13 shows the required lay length for conventional and proposed GIL schemes. Comparison revealed that the required lay length for proposed PE 100 enclosure based FGIL was approximately 23 times lesser in comparison to the required lay length for conventional GIL. 
In order to analyze the advantage of lesser MLBR, required lay length of the proposed and conventional GIL regarding similar horizontal plane were compared as per the scheme described in Section 3.4. For said purpose, MLBR of loaded FGIL as evaluated in Section 5.1.7, and MLBR of standard 132 kV a conventional GIL were considered. Figure 13 shows the required lay length for conventional and proposed GIL schemes. Comparison revealed that the required lay length for proposed PE 100 enclosure based FGIL was approximately 23 times lesser in comparison to the required lay length for conventional GIL.
Regarding MLBR, loaded and unloaded models of PE 100 enclosure were analyzed in comparison to the rigid enclosure of conventional GIL. The loaded PE 100 model was comprised of external loadings mentioned in Section 3.1.4, along with internal loadings due to pressurized gas. Dimensional specifications for loaded and unloaded models were determined on the basis of Section 5.1.1, and the minimum safety factor during enclosure bending was considered as two. Comparison revealed that MLBR for unloaded model of the proposed scheme was 40 times lesser in contrast to the conventional scheme. Further, regarding the consideration of both external and internal loadings, MLBR for the proposed scheme was 24 times lesser compared to the conventional scheme. Moreover, regarding the case of internal loadings only, MLBR for the proposed scheme was 21 times lesser in comparison to the conventional scheme. Figure 12 shows the MLBR of the proposed scheme regarding different cases discussed above. 
Safety Factor Appraisal
Realizing SF constraint for pressure vessels, new and aged models of the proposed scheme were analyzed regarding SF degradation. For said purpose, straight and bended enclosure segments were considered while dimensional specification and bending were determined on the basis of Sections 5.1.1 and 5.1.7. Analysis revealed that new model of PE 100 enclosure had a SF of above 2, regarding straight and bended enclosure segments. Moreover, analysis unveiled that SF reduced by approximately 20 percent and 23 percent for the 25 year-aged similar enclosure model, regarding straight and bended enclosure segments respectively. However, SF in case of aged model remained above two regarding straight segment, while it fell only 15 percent below two regarding bended segment. Figure 14 shows the SF of new and aged models of the proposed scheme regarding straight and bended enclosure segments.
Realizing SF constraint for pressure vessels, new and aged models of the proposed scheme were analyzed regarding SF degradation. For said purpose, straight and bended enclosure segments were considered while dimensional specification and bending were determined on the basis of Sections 5.1.1 and 5.1.7. Analysis revealed that new model of PE 100 enclosure had a SF of above 2, regarding straight and bended enclosure segments. Moreover, analysis unveiled that SF reduced by approximately 20 percent and 23 percent for the 25 year-aged similar enclosure model, regarding straight and bended enclosure segments respectively. However, SF in case of aged model remained above two regarding straight segment, while it fell only 15 percent below two regarding bended segment. Figure 14 shows the SF of new and aged models of the proposed scheme regarding straight and bended enclosure segments. 
Dimensional Comparison
In order to analyze dimensional variation, FGIL comprising of proposed a PE 100 enclosure was compared with the conventional scheme. Detailed comparison revealed that enclosure thickness of proposed thermoplastic enclosure was approximately 4 mm larger than the conventional scheme. However, a reduced conductor diameter necessitates reduced enclosure diameter in order to achieve the required FUF for FGIL. Thus, overall size of FGIL was reduced by approximately 90 mm in comparison to the conventional scheme. Figure 15 shows the dimensional comparison of FGIL comprising of proposed thermoplastic enclosure and stranded conductor with the conventional GIL scheme. 
In order to analyze dimensional variation, FGIL comprising of proposed a PE 100 enclosure was compared with the conventional scheme. Detailed comparison revealed that enclosure thickness of proposed thermoplastic enclosure was approximately 4 mm larger than the conventional scheme. However, a reduced conductor diameter necessitates reduced enclosure diameter in order to achieve the required FUF for FGIL. Thus, overall size of FGIL was reduced by approximately 90 mm in comparison to the conventional scheme. Figure 15 shows the dimensional comparison of FGIL comprising of proposed thermoplastic enclosure and stranded conductor with the conventional GIL scheme. considered while dimensional specification and bending were determined on the basis of Sections 5.1.1 and 5.1.7. Analysis revealed that new model of PE 100 enclosure had a SF of above 2, regarding straight and bended enclosure segments. Moreover, analysis unveiled that SF reduced by approximately 20 percent and 23 percent for the 25 year-aged similar enclosure model, regarding straight and bended enclosure segments respectively. However, SF in case of aged model remained above two regarding straight segment, while it fell only 15 percent below two regarding bended segment. Figure 14 shows the SF of new and aged models of the proposed scheme regarding straight and bended enclosure segments. 
Electrical Aspects
Dimensional Optimization Regarding FUF
Dimensional specifications of the proposed PE 100 enclosure, as evaluated in Section 5.1.1, were reconsidered, regarding the permissible FUF as described in Section 3.2.1. Figure 16 shows the results of the iterative technique implemented in Section 3.2.1. Dashed lines in Figure 16 shows that the estimated parameter as well as its error converged to the required accuracy in eleven iterations.
Dimensional analysis revealed that the estimated enclosure size was almost thrice the conductor size, which ultimately resulted in acquiring FUF for the proposed scheme within the permissible range for GIL.
Dimensional specifications of the proposed PE 100 enclosure, as evaluated in Section 5.1.1, were reconsidered, regarding the permissible FUF as described in Section 3.2.1. Figure 16 shows the results of the iterative technique implemented in Section 3.2.1. Dashed lines in Figure 16 shows that the estimated parameter as well as its error converged to the required accuracy in eleven iterations. Dimensional analysis revealed that the estimated enclosure size was almost thrice the conductor size, which ultimately resulted in acquiring FUF for the proposed scheme within the permissible range for GIL. Figure 16 . Optimized enclosure dimension regarding the permissible field utilization factor (FUF).
Electrode Gap Comparison
Based upon electro-mechanically optimized dimensions, finalized in Section 5.1.1 and Section 5.2.1, Figure 17 
Breakdown Voltage Appraisal
Based upon the optimized dimensional specifications determined in Section 5.1.1 and Section 5.2.1, BV analysis for the proposed PE 100 enclosure based FGIL was performed as per the scheme Figure 16 . Optimized enclosure dimension regarding the permissible field utilization factor (FUF).
Electrode Gap Comparison
Based upon electro-mechanically optimized dimensions, finalized in Sections 5.1.1 and 5.2.1, Figure 17 
Dimensional Optimization Regarding FUF
Electrode Gap Comparison
Breakdown Voltage Appraisal
Based upon the optimized dimensional specifications determined in Section 5.1.1 and Section 5.2.1, BV analysis for the proposed PE 100 enclosure based FGIL was performed as per the scheme Figure 17 . Electrode gap comparison between conventional and proposed GIL schemes.
Based upon the optimized dimensional specifications determined in Sections 5.1.1 and 5.2.1, BV analysis for the proposed PE 100 enclosure based FGIL was performed as per the scheme described in Sections 3.2.2 and 3.2.3. Figure 18 represents the BV for pure SF 6 along with its possible degradation, due to electrode irregularity, as well as the reduced SF 6 content. Further, Figure 19 compares the design, operational and critical electric fields for the proposed scheme. Critical analysis of Figures 18  and 19 revealed that dimensional specifications, determined in Sections 5.1.1 and 5.2.1, which resulted in achieving the required BV and field characteristics for the proposed scheme, as per the standards for gas insulated equipment. described in Section 3.2.2 and Section 3.2.3. Figure 18 represents the BV for pure SF6 along with its possible degradation, due to electrode irregularity, as well as the reduced SF6 content. Further, Figure  19 compares the design, operational and critical electric fields for the proposed scheme. Critical analysis of Figure 18 and Figure 19 revealed that dimensional specifications, determined in Section 5.1.1 and Section 5.2.1, which resulted in achieving the required BV and field characteristics for the proposed scheme, as per the standards for gas insulated equipment. 
Field Stress Distribution Regarding Bended Segments.
Concerning field stress distribution in the bended segment of proposed scheme, simulation regarding electrostatic stress distribution in straight and bended FGIL models was performed. For this purpose, Autodesk Inventor based 20 meters long bent and straight models of FGIL were developed. Moreover, COMSOL Multiphysics was used to analyze the FUF and stress distribution regarding both developed models. Bending of FGIL was performed as per the permissible MLBR limit of PE 100 enclosure, and FUF, as well as field distribution analysis for the respective FGIL models, was performed apropos radial and axial cross-sections. Comparison of straight and bent FGIL models apropos axial cross-section showed a minimal deviation of 0.8 percent and 0.7 percent in FUF and field intensity respectively. Furthermore, detailed appraisal of the two FGIL models apropos radial cross-section revealed a trivial deviance of 0.5 percent and 0.4 percent in FUF and field intensity respectively. Trivial deviation was observed due to the fact that enclosure bending as per MLBR limits resulted in gradual bending, as well as insignificant circumferential deformation of bended FGIL model. Thus, field utilization, stress distribution and field intensity for bended FGIL Figure 18 . Breakdown voltage (BV) for pure SF 6 in comparison to its reduction due to lesser SF 6 content, as well as electrode irregularity. possible degradation, due to electrode irregularity, as well as the reduced SF6 content. Further, Figure  19 compares the design, operational and critical electric fields for the proposed scheme. Critical analysis of Figure 18 and Figure 19 revealed that dimensional specifications, determined in Section 5.1.1 and Section 5.2.1, which resulted in achieving the required BV and field characteristics for the proposed scheme, as per the standards for gas insulated equipment. 
Concerning field stress distribution in the bended segment of proposed scheme, simulation regarding electrostatic stress distribution in straight and bended FGIL models was performed. For this purpose, Autodesk Inventor based 20 meters long bent and straight models of FGIL were developed. Moreover, COMSOL Multiphysics was used to analyze the FUF and stress distribution regarding both developed models. Bending of FGIL was performed as per the permissible MLBR limit of PE 100 enclosure, and FUF, as well as field distribution analysis for the respective FGIL models, was performed apropos radial and axial cross-sections. Comparison of straight and bent FGIL models apropos axial cross-section showed a minimal deviation of 0.8 percent and 0.7 percent in FUF and field intensity respectively. Furthermore, detailed appraisal of the two FGIL models apropos radial cross-section revealed a trivial deviance of 0.5 percent and 0.4 percent in FUF and field intensity respectively. Trivial deviation was observed due to the fact that enclosure bending as per MLBR limits resulted in gradual bending, as well as insignificant circumferential deformation of bended FGIL model. Thus, field utilization, stress distribution and field intensity for bended FGIL Figure 19 . Electrostatic field comparison for suggested FGIL scheme regarding operating voltage, design voltage and BV.
Field Stress Distribution Regarding Bended Segments
Concerning field stress distribution in the bended segment of proposed scheme, simulation regarding electrostatic stress distribution in straight and bended FGIL models was performed. For this purpose, Autodesk Inventor based 20 meters long bent and straight models of FGIL were developed. Moreover, COMSOL Multiphysics was used to analyze the FUF and stress distribution regarding both developed models. Bending of FGIL was performed as per the permissible MLBR limit of PE 100 enclosure, and FUF, as well as field distribution analysis for the respective FGIL models, was performed apropos radial and axial cross-sections. Comparison of straight and bent FGIL models apropos axial cross-section showed a minimal deviation of 0.8 percent and 0.7 percent in FUF and field intensity respectively. Furthermore, detailed appraisal of the two FGIL models apropos radial cross-section revealed a trivial deviance of 0.5 percent and 0.4 percent in FUF and field intensity respectively. Trivial deviation was observed due to the fact that enclosure bending as per MLBR limits resulted in gradual bending, as well as insignificant circumferential deformation of bended FGIL model. Thus, field utilization, stress distribution and field intensity for bended FGIL model remained nearly the same as compared to the straight FGIL model. Figure 20a ,b shows the field distribution regarding axial and radial cross-sections of bended FGIL model respectively. Further, Figure 21a ,b shows the potential distribution regarding axial and radial cross-sections of bended FGIL model respectively. model remained nearly the same as compared to the straight FGIL model. Figure 20a ,b shows the field distribution regarding axial and radial cross-sections of bended FGIL model respectively. Further, Figure 21a ,b shows the potential distribution regarding axial and radial cross-sections of bended FGIL model respectively. 
Field Intensity Comparison
Concerning the effectiveness of field intensity upon dielectric degradation, field intensity regarding nominal and design voltages of proposed scheme was analyzed in comparison to the conventional GIL scheme, as well as the permissible standard values. For the said purpose, COMSOL Multiphysics based GIL models of conventional and proposed scheme were developed. Comparison revealed that field intensity of the proposed scheme was approximately 1.7 times higher in comparison to the conventional scheme regarding nominal and design voltages. However, despite this increase, field intensity for the proposed scheme regarding nominal and design voltages was approximately 1.4 times lesser than their respective permissible limits of 4.5 kV/mm and 20 kV/mm as specified for GIL. Figure 22 compares the field intensity regarding nominal and design voltages of 132 kV conventional and proposed GIL schemes. model remained nearly the same as compared to the straight FGIL model. Figure 20a ,b shows the field distribution regarding axial and radial cross-sections of bended FGIL model respectively. Further, Figure 21a ,b shows the potential distribution regarding axial and radial cross-sections of bended FGIL model respectively. 
Concerning the effectiveness of field intensity upon dielectric degradation, field intensity regarding nominal and design voltages of proposed scheme was analyzed in comparison to the conventional GIL scheme, as well as the permissible standard values. For the said purpose, COMSOL Multiphysics based GIL models of conventional and proposed scheme were developed. Comparison revealed that field intensity of the proposed scheme was approximately 1.7 times higher in comparison to the conventional scheme regarding nominal and design voltages. However, despite this increase, field intensity for the proposed scheme regarding nominal and design voltages was approximately 1.4 times lesser than their respective permissible limits of 4.5 kV/mm and 20 kV/mm as specified for GIL. Figure 22 compares the field intensity regarding nominal and design voltages of 132 kV conventional and proposed GIL schemes. 
Concerning the effectiveness of field intensity upon dielectric degradation, field intensity regarding nominal and design voltages of proposed scheme was analyzed in comparison to the conventional GIL scheme, as well as the permissible standard values. For the said purpose, COMSOL Multiphysics based GIL models of conventional and proposed scheme were developed. Comparison revealed that field intensity of the proposed scheme was approximately 1.7 times higher in comparison to the conventional scheme regarding nominal and design voltages. However, despite this increase, field intensity for the proposed scheme regarding nominal and design voltages was approximately 1.4 times lesser than their respective permissible limits of 4.5 kV/mm and 20 kV/mm as specified for GIL. Figure 22 
FUF Appraisal
Concerning the field utilization constraint for GIL, FUF for proposed PE 100 enclosure based FGIL was analyzed in comparison to the conventional GIL, as well as the allowable standard range. For the said purpose, COMSOL Multiphysics based GIL models of conventional and proposed schemes were developed. Comparison revealed that FUF for the proposed scheme deviated the FUF for conventional scheme by 1.8 percent only. Moreover, FUF for the proposed scheme lies well within the permissible standard range of 0.5 to 0.6 for GIL. Figure 23 compares the FUF for conventional and proposed GIL schemes. Figure 23 . Field utilization factor comparison for conventional and proposed GIL schemes.
Conclusions
Conventional GIL is comprised of a rigid metallic enclosure, which curtails its application perspectives in metropolitan vicinities, due to its intrinsic larger bending radius and lay length along with the requirement of trench development. In this research, a flexible-thermoplastic-enclosure is proposed for GIL, in order to simplify the intricacies associated with conventional GIL due to its structural rigidity. In addition, comprehensive design for the proposed scheme regarding electromechanical aspects, along with a detailed analysis apropos its new and aged models is performed, in comparison to the conventional scheme.
Analytical and simulation results regarding new and aged models revealed that PE 100 based enclosure for FGIL, with optimized dimensional specifications as determined in this research, exhibits the required electrostatic and dielectric characteristics for FGIL, regarding straight and bent segments. Electric field of FGIL was observed to be approximately 1.74 times higher in comparison to the conventional GIL. Although, this field magnitude lies within the permissible limits, critical consideration is essentially required for the SF regarding operating and design voltages of FGIL. 
FUF Appraisal
Concerning the field utilization constraint for GIL, FUF for proposed PE 100 enclosure based FGIL was analyzed in comparison to the conventional GIL, as well as the allowable standard range. For the said purpose, COMSOL Multiphysics based GIL models of conventional and proposed schemes were developed. Comparison revealed that FUF for the proposed scheme deviated the FUF for conventional scheme by 1.8 percent only. Moreover, FUF for the proposed scheme lies well within the permissible standard range of 0.5 to 0.6 for GIL. Figure 23 compares the FUF for conventional and proposed GIL schemes. 
Conclusions
Conventional GIL is comprised of a rigid metallic enclosure, which curtails its application perspectives in metropolitan vicinities, due to its intrinsic larger bending radius and lay length along with the requirement of trench development. In this research, a flexible-thermoplastic-enclosure is proposed for GIL, in order to simplify the intricacies associated with conventional GIL due to its structural rigidity. In addition, comprehensive design for the proposed scheme regarding electro-mechanical aspects, along with a detailed analysis apropos its new and aged models is performed, in comparison to the conventional scheme.
Analytical and simulation results regarding new and aged models revealed that PE 100 based enclosure for FGIL, with optimized dimensional specifications as determined in this research, exhibits the required electrostatic and dielectric characteristics for FGIL, regarding straight and bent segments. Electric field of FGIL was observed to be approximately 1.74 times higher in comparison to the conventional GIL. Although, this field magnitude lies within the permissible limits, critical consideration is essentially required for the SF regarding operating and design voltages of FGIL.
Analysis also revealed that, both new and aged models of PE 100 based enclosure of FGIL, have the required stress bearing characteristics in comparison to the conventional GIL scheme. Moreover, the proposed scheme also resulted in a significant reduction in bending radius, lay length and dimensional specifications of FGIL, compared to the conventional GIL. Reduced MLBR and lay length will facilitate the trenchless underground cable laying through HDD, which will be highly beneficial for metropolitan applications, and will significantly reduce the project's cost as well as its implementation duration.
Thus, PE 100 enclosure, being flexible and having the required stress bearing characteristics, is a potential candidate regarding the curtailment of complexities, associated with metropolitan applications of high-voltage transmission lines, as well as conventional GIL, due to its structural rigidity. 
